
Tender Section Clause No. Page No. Description as per Tender Document

108 Instructions to Bidders-
[C]-PREPARATION OF 
BIDS

11.II.(a).(t) ITB
Page 8 of 28

Tender Document. (Only First and Last Pages of Original Tender 
Document duly sealed and signed/ digitally signed and all pages of 
amendments to Tender Documents duly sealed and signed/ 
digitally signed by the Authorized Signatory).

Kindly clarify whether all the pages of original tender document should be sealed 
and stamped or just the first and last page

All the pages of original tender document should be sealed and 
stamped

109 Instructions to Bidders-
ADDENDUM TO 
INSTRUCTIONS TO 
BIDDERS (INSTRUCTION 
FOR PARTICIPATION IN 
E- TENDER)

2 ITB 
Page 26 of 

28

The Applicant must attest the original tender document with 
authorized signature and stamp as an acceptance of the TENDER 
terms and conditions and submit the same along with the EoI 
response.

Kindly clarify whether all the pages of original tender document should be sealed 
and stamped or just the first and last page

All the pages of original tender document should be sealed and 
stamped

110 Instructions to Bidders-
32. EVALUATION OF 
BIDS & E REVERSE 
AUCTION

32.3.6 ITB 
Page 17 of 

28

Evaluated Bid Value (EBV), as given under Schedule No 4/SOR 4 = 
[sum of (i) and (ii)]/Guaranteed Generation in kWhr.

Total cost of EPC (in Rs. )=X1
NPV of total O&M cost for 5 Years (in Rs.)= X2
Guaranteed Annual Generation by EPC player= X3 (kWh or Unit)
The effective Tariff of each bidder shall be X=(X1+ X2)/ X3. (Rs./ 
Unit)

First it's defined that EBV = (sum of SOR (i) + SOR (ii))/Guaranteed Generation

Then, Effective tariff is also considereing the O&M NPV price which is part of SOR 
(iii).

Kindly, clarify what is the EBV/ Bidder's tariff formula

It is further clarified that X1=SOR(1)+SOR(ii),
X2=NPV of SOR (iii).
EBV= (X1+x2)/X3 or 
           [SOR(1)+SOR(ii)+SOR (iii)]/Guaranteed Generation

111 SPECIAL CONDITIONS 
OF CONTRACT-Penalties

16.2 Pg 9 of 9 CUF maintenance at least 21% CUF for 1st year and declared CUF 
there afterwards will be maintained as per the contract.

Kindly clarify what CUF is to be maintained after 1st year. Contractor have to maintain minimum CUF as specified  till project 
contract.

112 SPECIAL CONDITIONS 
OF CONTRACT-
Additional Clause(s)

17 Pg 9 of 9 The successful bidder/Contractor shall additionally furnish a 
corporate guarantee in addition to performance securities/Bank 
Guarantees, etc., stipulated in the tender document.

Generally, in EPC tenders from PSUs like NTPC, SJVN, etc. there no requirement of 
any such corporate guarantee. Kindly drop the requirement of corporate guarantee 
as there are performance securities to be submitted by the successful bidder.

Provisions of Tender document shall prevail

113 SAMPLE FORMS & 
FORMATS-Form F-11

Forms 
Page 21 of 

43

POWER OF ATTORNEY FOR BIDDING COMPANY Bidder request RECPDCL to allow submission with Notarizing the already existed 
Power of Attorney as getting new POA as per attached format requires a long time 
as there's requirement to call the complete Board to get a new POA pass. Hence, 
kindly allow the already existed POA with a letter from Company secretary with 
mention of this specific tender.

Existing power of attorney may be allowed with notorizing subject to 
authorization from Company secretary with mention of this specific 
tender.

114 TECHNICAL 
SPECIFICATION-PART A: 
PROJECT INFORMATION

ii) Projects 
Information:

TS 
Page 4 of 

147

Voltage level at Pooling substation (PSS) 220 kV Kindly clarify the interconnection voltage. Whether it will be 220kV or as discussed 
in Pre-bid meeting, it is 33kV side of PSS.

33 kV Side of PSS

115 TECHNICAL 
SPECIFICATION-Part -D 
Detailed Technical 
Requirement

4.0.20.5 PR Test 
Pass/Fail 
Criterion:

TS Page 132 
of 147

The Functional Guarantee condition for the purpose of Provisional 
Acceptance of the Plant Facilities shall be considered to have been 
met if the average of daily PRs (for 30 days*) is greater than or 
equal to the guaranteed Performance Ratio (PR).

Kindly clarify what is the Guaranteed PR The performance will be measured in terms of net units generated as 
per the clause no. 16 of Section-V-SCC of Tender document

116 General Observation For block 2, 3, 4, 7, 10 and 11 Dhasan river just flowing along the boundary and a lot 
of Nalas are seen inside. In case, if the river get over flooded, water may get enter in 
to the those solar blocks. Existing river details, bund details and high flood level 
details are not available in the report. As per hydrology report recommendation, 
there may be flooding near the areas adjacent to the streams/rivers. But the 
flooding height details are not available.

Bidder to assess and analyse based on their site visit.

117 General Observation For block 9, 10,11 and 12, most of the proposed land contains trees, and the forest 
zone is present just along the boundary of the proposed land parcel. Request 
RECPDCL to ask for forest clearances and cutting of trees in scope of SPPD

This will be dealt as per the action taken by SPPD in this regard.

118 General Observation Most of the land is undulating and it requires to be levelled and graded. Request 
RECPDCL to ask SPPD to level and grade the land. 

As per RFP terms, It is in the scope of EPC Contractor.

Response of RECPDCL on the queries of the prospective bidders regarding Pre-Bid meeting held on 27.05.2024-
"Setting up a Grid-Connected 200 MW Ground-Mounted Solar PV Power Plant at Jhansi, Uttar Pradesh"

RECPDCL/UPNEDA/200MWSOLAR/EPC/FY25/001 dated: 17.05.2024
Part 2 of 2
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